RFQ-19-17335
Furnish and Install Uninterruptible Power Supplies (UPS) at
Washington Dulles International Airport (IAD)

January 6, 2020

Questions and Answers

Notice: Questions may have been edited for clarity and relevance.

1. Question: Is the vendor responsible for the electrical disconnects and reconnects?
   Answer: Yes.

2. Question: Is there a loading dock at each site?
   Answer: No.

3. Question: How far are the UPS's from each loading dock? If no loading dock, how far is it from the entry point?
   Answer: The UPS units are in remote buildings supplying power to a radio antenna.

4. Question: Are there any obstructions from the loading dock to the UPS room?
   Answer: N/A

5. Question: Is the UPS on the first floor?
   Answer: Yes.

6. Question: Is there a pallet jack on site we can use to unload and move the UPS's?
   Answer: No.

7. Question: Is there any floor protection needed?
   Answer: No.

8. Question: Please confirm if a bid bond is required for this project.
   Answer: A bid bond is not required.

9. Question: Can a site visit be scheduled prior to the closing date?
   Answer: Yes. Reference Amendment Two (2)